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Il''TRODUCTION 
• Many types of space heaters are in use in farm dwellings at the 

present time. They are manufactured and sold with and without 
jackets. Those with jackets are assumed to heat by convection cur
rents of air which are warmed by passing over the combustion drum. 
Heaters which are manufactured without jackets are ca.1led radiant 
heaters and are presumed to heat for the most part by radiation. 
Actually, however, heaters of both types heat by a combination of 
convection and radiation. 

Space heaters commonly use several different types of fuel ; 
oil.burning heaters only were used in this study. 

The investigation reported in this bulletin was to compare the 
heating characteristics of a radianl heater with the heating charac
teristics of a circulating heater in a small unoccupied experimental 
farm house. The comparison was made on the basis of the fuel re
quired by each to maintain a given thermostat setting, by comparing 
the di,tribution of warm air, and by studying the ability of each to 
circulate warm air to rooms other than that in which the heater was 
located. 

LITERATURE 

Senner' found that the cost of heating a house depends mainly 
upon (1 ) the average outside air temperature and the exposure of 
the house to wind, (2) degree of weather tightness of the house, (3) 
average temperature maintained inside the house, (4) efficiency with 
which the fuel is burned, and (5) unit cost of the fueL It was im
plied in this work that the variables relating to the house were more 
important with respect t o heating costs than the heating systems 
themselves. 

'TtI1. bulletin 1.1 bued on a thuta $Ubmltted by Mr. Phillips to the Graduate 
F aculty ot the Unlverllty of MlllIOurl In partial fulJ'lllment of the requirement. 
for the derree of Muter of Science In Agricultural Engineering. Thll study wu. 
made as a part of the North central Re~ontl Project NC9 on Fann H O\l.llnl' 
Reuarc:h, ~ was partially linanced by fUndi authorized by Section ~BC Title 1 
of the Retearc:h and :MukeUng Act of 1948. 

'Arthur H. Senner, ''RuuJU of House Heating Studtu," Agliclllhl~al Bolin<
ne..nng, 18 :4~, November. 1931S. 
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Fl&,. 1. Exterior \1ew of the teAt hOUH hom t~ northwest eom er. 

Achenbach> of the National Bureau of Standards reported a de
tailed study of space heaters in 1949. He concluded that : 

(1 ) A jacketed heater produced lower temperature differences 
between rooms than a radiant heater. 

(2) A ·radiant heater produced slightly lower temperature dif
ferences between the levels of 2 and 60 inches above the floor. 

(3) A radiant heater maintained a given temperature condition 
in the living zone with 15 t o 20 per cent less heat output than a jack. 
eted heater. 

(4) The size of the heater within the range of . sizes used had 
little bearing on temperature distribution. 

i\1ATERIALS AND METHODS 

House. The tests here reported were conducted in a five-room, 
one-story house constructed on a concrete slab, without a basement. 
The house, located on a farm near Columbia, Missouri, occupies a 
ridge with very few wind·breaks in the vicinity. (See Fig. 1.) 

The house is of good construction, with walls and ceiling insu
lated by glass wool bats. The edges of the concrete fl.oor slab are 
insulated by foam glass blocks. A fl.oor plan of the house is shown 
in F ig . 2, which also indicates the locations of the instruments used. 

Weather stripping was not used on the windows or doors. Infil
tration or cold air into the house was considered rather excessive. 

'P aul R. AcMnba.eh, ''Temperat ures In a Tu t Bung alow With Some Radl lUlt 
IUId J acketed Space Heatl!rs," Build ing Materials and Struc tu res Report B.M.S. 
1H, ( Washington, D . C.: United States Gove r nment Printing Olllce, 1949). 
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Fig. Z. Floor pllUl of the test hOIlJle ShOwing' heo.ter, thermocouple and reco rd . 
ing Instrument locations. 

Healer , The heater used in these experiments is shown in F ig. 3. 
It was a Kenmore pot-type oil-burning circulating heater. This was 
a low-cost commercial space heater constructed of sheet iron. It was 
equipped with a commercial device for operation from a thermostat. 

The manufacturer's rating of the heater was 49,000 Btu per hour 
maximum output. 

For the circulating heater test, the heater was used as shown 
in Fig. 3. For the radiant heater test, the jacket was removed from 
that same heater. Refer to Fig. 4. 

Fuel iUea.osurement. The 5-gallon t ank constructed with the heat
er was removed and an ll-gallon tank was connected to the valve 
assembly. The float of a Frieze water level recorder was placed 
Inside the ll-gallon tank in such a manner that fluctuations in the 
level of fuel in the tank were reoorded by the water level recorder. 
This arrangement is shown in Fig. 5. The fuel consumption of the 
heater was thus automat ically recorded with an accuracy of about 
0.01 gallons. 
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Fig. 3. The circulatin g heater used f or the heatlnlt tests. Note that the heater 
15 eq uippo!d with a commercial model automatic draft l'f!gulator. 

Temperature Measurement. Copper - constantan thermocouples 
were used to measure the air temperatures at the various pOints se
lected throughout the house. See Fig. 2. The thermocouples were 
made from 20-gage duplex wire with soldered junctions. 

Outside a ir temperature was measured with a 30-gage copper
constantan thermocouple shielded from solar radiation. 

Surface temperatures of the fioor and walls of the house were 
taken by means of 30-gage thermocouples attached to the surfaces 
and partially huried therein. 

The electromotive force of the various thermocouples was re
corded by two 16-record Brown Electronic Recording Potentiometers. 
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Flg. ft. The radiant heater used for the heating tests. Thl" Is the earne heater 
shown In Fig. S, with the Ja.::ket removed. 

Strip charts calibrated in degrees Fahrenheit were used. Each in
strument recorded a temperature reading every 30 seconds and re
quired 8 minutes for a complete cycle. Frequent checks of potentio
meter performance were made by use of a mercury thermometer. 

Wind and Solar Radiation. These data were secured from the 
U. S. Department of Commerce Weather Bureau station located at 
the Columbia Municipal Airport. The station is located 6 miles 
northwest of the test house. Wind movements are measured by the 
Weather Bureau by a cup-type anemometer. Solar radiation is meas
ured by use of an Eppley pyrheliometer. 

Test Periods. The heating tests were commenced November 1, 
1951 and completed by February 12, 1952. Alternate tests were run 
with the jacket off the heater and with the jacket on. No definite 
time was used for alternating the test. A tentative schedule was set 
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Fl&". 11. The fuel tanJI and ... ate~ le,-e l re«lrder used fo r m easurlnl( the fuel 
e<:Insumed, shown with ra4lant heater. 

up to change the test every two weeks, but dependent on weather 
conditions. 

The outside air temperatures ranged from S· to 65· F . for both 
tests. Only the data f or air temperatures from 10· to SO' F. were 
analyzed. The outside air temperature tl.uctuations were favorable; 
an approximately equal amount of data were secured for each test 
throughout the range of analyzed data. 

P rocedure. The thermostat setting was 70"F . during the entire 
test period. All inside doors in the house remained open. Window 
shades were completely drawn on all of the double-hung windows and 
on the south outside door . 

For both tests air velocities were measured in the living room 
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and in inside doorways of the house. These measurements were made 
to study the convection characteristics of the two different heaters. 

Surface temperatures of the two heaters were measured at vari· 
ous times by use of thermocouples. These measurements were eon· 
sidered approx imations only. 

The daily wind movement at the test house was compared with 
the wind movement at the Weather Bureau station. The correlation 
between the measurements taken at the two places was not good. 
However, it was believed that the wind effect at the two locations 
was approximately equal and that the poor correlation was probably 
due to turbulence around the anemometer located at the test house. 
The wind velocity recorded each hour at the Weather Bureau station 
was used as part of the test data. 

Relative humidity within the house was not under control during 
the testing periods. 

DATA AND THEm Al~ALYSIS 

Con'parative Fuel Consumption 
Lag in the Rate or Fuel Burned With Respect to Oulside Tem. 

peralu re Changet. Analysis of the data relating to fuel tonsumption 
and outside air temperature showed that the fuel burned per hour 
Jagged about two hours with respect to the changes in hourly outside 
air temperature. 

This two-hour lag of the rate of fueJ burned with respect to out
side air temperature was used throughout the experiment for the 
determination of the wind and solar radiation effects on fuel con· 
sumption and for the comparison of fuel consumed between the two 
test conditions. 

Wind Effect on the Rate of Fuel Burned. The effect of wind on 
the rate of fuel consumed was assumed to have a two--hour lag, simi· 
lar to a change in outside air temperature. Outside air temperatures 
of 20· , SO· , and SO· F . were seleeted as levels at which to make an 
analysis of t he effect of wind velocity. The results of this analysis 
are shown in Figs. 6 and 7. 

The correlation of these plotted values was low. The change of 
the rate of fuel burned due to wind velocity was greater at lower tem· 
peratures; however, the difference of the change was not significant 
for the outside air temperature range of 20· to 50· F. The average 
rate of change of fuel burned was 0.0051 gallons per hour for each 
mile per hour difference in wind velocity. 

The average rate of change of fuel consumed by both heaters per 
degree F. change in outside air temperature was 0.0048 gallons per 
hour. This was approximately the same as the change in fuel con· 
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sumed per mile per hour change in wind velocity. Thus the relation 
that a change of one mile per hour wind velocity was inversely pro
portional to a change of one degree F. in outside air temperature was 
used to correct outside air temperature for wind velocity. 

It was found that by using the above-mentioned cor rection, the 
correlation between fuel consumed and outside air temperature was 
app~iably improved. It was also found that if the data were se
lected for wind velocity increments of 5 miles per hour, the correla
tion between fuel consumed and outside air temperature was im
proved as much as by using the above correction. 
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In order to reduce the effect of wind on the fuel conswnption 
comparisons, the following procedure was employed. Fuel burned 
in galions per hour corrected for the two-hour lag previously men
tioned was plotted against hourly average outside air temperature. 
These plots were made for a series of wind velocity increments rang
ing from 0 to 5 miles per hour, 6 to 10 miles per hour, 11 to 15 miles 
per hour and 16 to 20 miles per hour for the period of November and 
December and the period of January and February. Examples of 
these plots are shown in Figs. 8 through 11. 

These graphs indicate that the variations in the rate of fuel 
burned between the radiant heater and the circulating heater for cor-
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Fli. s.. Tempe .... ture-fuel curve tor the radiant heater with .. wind veloclty of 
6 to 10 miles per hour during November IUId December, 19=>1. 

responding wind velocities were less than the variations in the rate 
of fuel burned between the radiant heater tests for different periods 
of time during the winter for the same increment of wind velocities. 
The variance between the plotted values for any given wind velocity 
increment with the circulating heater could happen as a result of 
chance more often than 5 per cent of the time. This also would apply 
to the radiant heater tests at wind velocities of 10 miles per hour or 
less. The increase of fuel burned per hour with a decrease in outside 
air temperature when using the radiant heater at wind velocities 
above 10 miles per hour was significantly greater during the tests of 
January a nd F ebruary than during the tests in November and De
cember. 
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Fig. 9. T emperature·tuel c Urve for the circulating heater with & wind velocit y 
of 6 to 10 mile! per hour during No~·em~r a nd Oecember. 19:;1. 

Under these conditions, it is shown that the tests gave no sig
nificant difference in the rate of fuel burned by the radiant heater 
when compared to the rate of fuel burned by the circulating heater. 
This statement is considered t rue for outside air temperatures of 
from 10· to 50"F. 

Solar Radiation Effect on the Rate oC Fuel Burned. The solar r a
diation effect was first analyzed on a daily basis. Fuel burned per 
day and daily averages of temperat ure and wind velocities were used 
to make the analysis. It was found that no significant difference 
ex.isted in the average rate of fuel consumed per day that could be 
ascribed to the effect of solar radiation. 

Solar radiation was analyzed further, on an hourly basis to de-
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Fig. 10. Temperature-fuel eurve for the rad.I .... t heater with a wind velocity of 
11 to 15 miles per hour during J .... uary and February, 195%. 

termine the difference between the daytime effect and the nighttime 
effect on the rate of fuel burned. Forty-four hours having relative 
high solar radiation (35 to 234 with an average of 149 Btu per square 
foot per hour, or 9.5 to 63.2 with an average of 40.3 calories per 
square centimeter per hour) were selected from both tests and com
pared with 44 hours at night as to the effet:t on the rate of fuel 
burned. The analysis of these data consisted in plotting the values 
of fuel burned per hour against outside air temperature corrected for 
wind velocity (one mile per hour wind velocity was used as inversely 
equivalent t o. one degree F . outside air temperature). The values 
during solar radiation were plotted in Fig. 12, and those for no solar 
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radiation in Fig. 13. The mean values of each of these plots wer e 
adjusted to the mean value of both plots along the slope of the least 
squares line of both plots. This showed that the difference in t h e 
rate of fuel consumed by both heaters at a wind-velocity-eorrected 
temperature of 22°F. with solar radiation and without solar radiation 
was 0.036 gallons per hour. The analysis indicated that for each Btu 
per square foot per hour of solar radiation an expected reduction in 
fuel burned per hour of 0.00024 gallons would occur (0.00088 gallo n s 
per hour for each calorie per square centimeter per hour). 

In consideration of the probable error operating in the above 
analysis the following factors must be considered. The tum coeffi· 
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dent of resistance of the outer surface of the house changes with 
changing wind velocity. The absorptivity or emissivity of the outer 
s urfaces of the house may have changed during the test periods to 
ap unknown degree. The changing angle of incidence of the solar 
radiation would possibly introduce errors in making the above com· 
parison. 

Since solar r adiation of above 55 Btu per square foot per hour 
(15 calories per square centimeter per hour) occurred during less 
than 10 per cent of the test period, the data secured during higher 
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Fig. 1$. Fuel consumed pe r hour by both heaters during hours with no .olar 
radiation (night time) plotted against outslde aIr temperatures, showing the 
least squa.-es line for t hese values and the least lioquaTllS line for the values of bot h 
Fig. 12 a nd Fig. IS. 

solar radiation were not used in the previous comparisons of fuel 
consumed by each heater. See Figs. 8 through 11. This reduced the 
variable effects of solar radiation. 

Temperature Distribution 

Method of Analysis. Four one-hour periods were selected at four
hour to eight-hour intervals from each 24-hour day as a sample for 
study of the temperature distribution for both heater tests. The 
inside temperatures or combinations of these inside temperatures 
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tore, at a given loeat hm or area. with outside hour ly ,""erage temperatures of 
10· and 1I0"F. Detailed results of this method ot analysis an: s hown In Tables 
1, 2. 8, and 4. 

maintained by the radiant heater tests were compared with those 
maintained by the circulating heater tests. 

Two outside air temperatures were selected at which levels the 
inside temperature comparisons of the two heaters were made. The 
selected outside air temperatures were 10· and SO·F. The inside tem
peratures at the various locations under study, refer to Fig. 2, were 
plotted against outside air temperature. Hourly averages were used 
for each temperature plotted A sample plot of this kind is shown 
in Fig. 14. As in the figure, the inside temperature values at the 
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coordinates on this line corresponding to the outside air temperatures 
of 10' and 5O' F. were used for the comparisons. 

Comparisons were made at high and low wind velocities. Wind 
velocities above 10 miles per hour were considered as high and wind 
velocities of 10 miles per hour or less were considered as low. 

Vertical Temperature DiSlribution. The main inside air tempera
tures at 3 inches above the 6oor, 30 inches above the floor, and 93 
inches above the door were determined as explained above for 10' and 
50' F. outside air temperature. These determinations were made for 
each heater test. 

It was found that the radiant heater maintained slightly higher 
air temperatures (0.5' to 3.5' F.) 30 inches above the tl.oor than the 
circulating heater. The circulating heater maintained higher air 
temperatures (1.0' to 5.0· F.) at 93 inches above the floor (3 inches 
below the ceiling). When the outside air temperature was at 10 
degrees, both heaters maintained higher inside air temperatures (1.0 ' 
to 1.5' F.) near the ceiling dur ing high wind velocities than during 
low wind velocities. A summary of results of the vertical tempera
ture distribution investigation is shown in Table 1 . 

Table 1. Mean Temperalurers at 3, 30 and 93 Inches 
Above the Floor ' 

Wind Velocities 
OutsIde Air Temperatures 

Inside Tempentures 
3 in. above floor 
30 in. above floor 
93 in. a.bove floor 

Wind Velocities 

()Jlslde Air Tempentures 

Inside Tempentures 

3 In. above floor 
30 In. above floor 

readings. 

Radiant Heater ",., Low 

" " " 
58.5 67.5 59.6 
62.5 69.0 63.0 
78.5 76.0 77.5 

Circulating Hea.ter 
rug, Low 

" " " 

" 
66.5 
69.0 
76.5 

" 

Horizontal Temperature Di! tribution. The comparison of the 
horizontal distribution of outside air temperatures was made by de
termining the average air temperature at each thermocouple, see 
Fig. 2, for each heater test. The mean of the air temperatures meas
ured at 3, 30, and 93 inches above the tl.oor was found for each hour 
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Table 2. MOM COlumns 

Wind Veloetttes Lo. 
Outside Air Temperature " " " " wcaUon of Column 

3.5 n. south of heater 74. .5 7S.0 74..5 75.0 
South end of I1vlng room 70.0 73.0 70.5 72.0 
North end of living rOOm 68.0 72.0 68.5 72.0 
Kitehen 65.5 70.S (15.0 70.5 
South bedroom 84 .0 69.0 65.0 69.S 
North bedroom 61.5 88.0 63.0 88.0 

Circulating Heater 
Wind VeloelUes H>g' '"'. 
Outside Air Temperatures " " " " Location of Column 

3.5 ft. south of heater 73.0 74.0 73.5 74.0 
South end 01 living room 70.0 72.S 71.5 72.5 
North end of living room 67.0 70.S 68.0 71.0 
Kitchen 69,0 70.S 69.0 71 .0 
South bedroom 64.0 68.5 65.0 " .. 
North bedroom 60.S 67.0 82.0 " .0 

selected as explained previously. These average temperatures for 
study of horizontal temperature distribution are shown in Table 2. 

The average temperature maintained 3.5 feet south of the heater 
was 1° to 1.5°F. higher for the radiant heat er than for the circulating 
heater. At the north and south ends of the living r oom, there was 
little difference in the average air temperatures maintained by each 
heater. 

There was no appreciable difference in the average air tempera· 
tures maintained in the outlying rooms when the outside air tempera· 
tures was 50°F. The average air temperature in the kitchen was 
4.0° lower for the radiant heater than for the circulating heater 
when the outside air temperature was 10"F. 

Table 3 contains the average air temperature values used during 
the test period at wfferent locations, each measured by one thermo· 
couple and determined by the graphical method previously described 
and illustrated in Fig. 14. 

The thermocouples at the north end of the living room and at the 
south end of the living room were 14 feet from the heater. The ra· 
want heater maintained higher aver age temperatures (1.5° to 3.0 ' F.) 
3 inches above the fl.oor at the north end than the circulating heater. 
The reversed condition was true at the sout h end of the living room. 

The highest average temperatures measured 'Were 31h feet from 



RESEARCH BuLLETIN 509 21 

Table 3. Air Temperatures Measured at Various Ulcatlona 
Uaed to Temperat..ru in 

Wind VeloclUet BJ" "'-
Outside Air Temperatun 10 " 10 .. 
Inside Air Temperature. 

North end of \tving room 
3 Ill. abo ... floor 58.0 87.5 59.5 67.5 

South end o( lI .. ing room 
3 Ill . abo .. e floor 59.5 70.0 59.5 70.0 

3.5 ft . Mluth of beater 
93 Ill . above floor 88.5 8U 81.0 81.0 

North bedroom 
3 Ill. above floor 54.5 65.5 56.0 85.0 

Sollth bedroom 
93 Ill. above floor 69.0 71.5 71.0 71.5 

Utility roo m 
30 Ill. above floor 59.0 67.0 59.5 67.0 

"'''''''''m 30 In. above floor 61.0 68.0 62.0 68.5 

Table 3 (COD't). 
Uaed to 

Wind VelocltLes "'''' "'. 
Outside Air Temperatur u 10 " 10 " Inside Air Temperatures 

North end of living room 
3 In. above floor 56.0 .... SS.O ".0 
South end of living room 
3 In. above floor 62.0 61.5 62.0 67.5 

3.5 ft . .$Outh of lleater 
93 Ill. above floo r 94.0 BU 92.5 n.5 

North bedroom 
3 In. above floo r 52.0 65.0 55.0 ".0 
South bedroom 
93 In. above floor 71.0 71.5 72.5 72.5 

Utility room 
30 Ill. above floor 58.5 67.0 59.0 67.5 

Bathroom 
30 Ill. above (Ioor 60.0 67.0 61 .0 67.0 
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Table 4. Surface Measllred at 

Wind Velocities Lo. 
Out!ide Air Temperature " 50 " " Location of Thermocouples 

North. wall of living rOOm 71.0 72.5 68.0 72.0 
West wall of living room 80.0 69.0 58.0 S8,n 
Ceiling of living room 87.0 78.0 60.S 77.0 
Floor of living room 65.5 68.5 64.0 88.0 
South wall of kitchen 61.5 69.5 62.0 69.0 
South wall of utmty room 55.0 66.5 54.0 88.0 

Circulating Helter 
Wlnd VeloclUes IDg' Low 
Outside Air Temperature " " " 50 

Location of ThermocoupJe5 
North w&ll of living room 65.0 68.5 65.0 68.5 
West wa.ll of living room 80.0 67.5 58.0 68.' 
Ceiling of living room 84.0 77 .0 80.5 77.5 
Floor of living: room 68.5 88.5 66.5 69.0 
South wall of kitchen 59.5 70.5 82.0 71.0 
South wall Of utiUtl room 55.5 67.5 58.0 66.5 

t he heater and near the ceiling. The circulating heater maintained 
5.S' F. higher average temperatures at this location than did the 
radiant heater when the outside air temperature was 10' . There was 
little difference in the average air temperature at 93 inches above 
the tloor in the south bedroom for either of the two heating tests or 
for different outside air temperatures or wind velocities. 

Temperatures at 30 inches above the floor in the utility room 
indicated very little difference in the temperatures maintained by 
the two heaters. The heat supply to the utility room could be trans
ferred only by convection. 

Surfal.:e TemperalUre5_ The average surface temperatures meas
ured at the locations shown in Fig. 2 are given in Table 4. 

The wall temperature at the north end of the living room was 
maintained at a higher level (3.0' to 6.0' ) by t he r adiant heater 
than by the l.:irculating heater. The floor temperature in the living 
room was slightly higher (1.0' to 2.5' ) at 10· F. outside temperatures 
with the circulating heater than with the radiant heater. 

Examination of Table 4 reveals that it would be difficult to gen
eralize that any marked difference in maintenance of surface tem
peratures could be ascribed to either heater. 

Ail' Movement. Measurements of air velocity in the living room 
showed that there were large variations in the velocity. Readings 
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var ied from 5 to 35 feet per minute at various locations in the living 
room. 

N~ significant difference in air velocities at any location was 
determmed between the two heat ers. Interior velocity measurements 
were made when the outside wind velocity w as below 10 miles per 
hour and when the outside air temperature was between 25' and 40' F. 

CO;-;CLUSJONS 

1. There is no significant difference in rate of fuel consumptiotl 
between the radiant heater and the circulatin g heater. Under gil-en 
wind. sun , and t emperature conditions, a small increase in fuel con
sumed by both heaters was noted as the winter season advanced. 

2. In the living zone, which ranged from the floor to 30 inches 
above, there was little difference in air temper atures maintained by 
each heater. Air temperatures near the ceiling were somewhat high
er with the cir culating beater . 

3. Wall, ceiling, and floor surface temperatures showed very lit
tle difference between the radiant heater and the circulating heater. 

ABSTRACT 
Tests were performed in an unoccupied experimental house to 

compare the performance of an oil-burning radiant space heater 'i'\--ith 
a similar type circulating space heater under Missouri winter condi
tions. It was found that the fuel consumption was essentially the 
same for both heaters. The t emperature dist ribution in the living 
area was essentially the same for both heaters. Very little differ
ence in interior wall, ceiling. and floor temperatures between the two 
heaters was observed. It was concluded that the heating characteris
tics of each t ype heater were approximately equivalent. The circu
lating heater was considered more desirable due to appearance and 
safety from burns. 
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